












































FIRST FLOOR
100'�0"

SECOND FLOOR
118'�0"

THIRD FLOOR
131'�4"

FOURTH FLOOR
144'�8"

FIFTH FLOOR
158'�0"

SIXTH FLOOR
171'�4"

SEVENTH FLOOR
184'�8"

EIGHTH FLOOR
198'�0"
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214'�0"
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EXISTING PRECAST PANELS

SIGNAGE (EAST ELEVATION ONLY)
PIN MOUNTED CLEAR ANODIZED
INDIVIDUAL ALUMINUM LETTERS.
FONT SHOWN IS ARIAL REGULAR.

SIGNAGE (EAST ELEVATION ONLY) PIN
MOUNTED CLEAR ANODIZED ALUMINUM
REPLICA OF MILWAUKEE POLICE DEPARTMENT
SHIELD.  PROVIDE DIE CUT VINYL LETTERS AND
IMAGES (ADHESIVE BACKED)

COMPOSITE WALL PANEL CONTRACTOR TO
PROVIDE CONCEALED COLD�FORMED METAL
FRAMING REINFORCING FOR SIGN SUPPORT
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DASHED LINES INDICATE TYPICAL
1/2" COMPOSITE WALL PANEL
SYSTEM JOINT LOCATIONS

DASHED LINES INDICATE EXTENTS
OF COMPOSITE WALL PANEL INFILL
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PANEL TO REMAIN
VERTICAL AT EXISTING
PRECAST SPLAY

TYPB2010�D

COMPOSITE WALL
PANEL SYSTEM

B2010�D 9 1/8"

COMPOSITE WALL PANEL

2"
5/8"

4"

METAL Z�FURRING
RIGID BOARD INSULATION BY
COMPOSITE WALL PANEL
CONTRACTOR

FLUID�APPLIED MEMBRANE
AIR BARRIER

EXTERIOR SHEATHING

COLD�FORMED METAL FRAMING

NOTES

• PROVIDE FOAM SEALANT FOR ALL JOINTS AT BOARD INSULATION

SUPPORT CLIPS
ANCHORED TO Z�FURRING
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 1/8" = 1'�0"A4
EAST ELEVATION (WEST ELEVATION SIM.)

 3/16" = 1'�0"A6
WALL SECTION LOOKING NORTH

# DATE DESCRIPTION

INFORMATIONAL PRICE 3 �
COMPOSITE WALL PANEL SYSTEM



EXISTING PRECAST PANEL
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CONTINUOUS SEALANT

PREFINISHED METAL
FLASHING

GAP VARIES
BETWEEN 1/2" TO 1"

COMPOSITE WALL PANEL SYSTEM

EXISTING PRECAST PANEL

EXISTING PRECAST PANEL

PANEL FACES TO ALIGN

AIR BARRIER AND WATER�RESISTIVE
VAPOR RETARDER

FLUID APPLIED MEMBRANE FLASHING

PREFINISHED METAL FLASHING WITH
3" VERTICAL LEG BY COMPOSITE
WALL PANEL CONTRACTOR

1"

F
R

A
M

IN
G

 T
O

 C
O

N
T

IN
U

E
 D

O
W

N
 T

O
 E

X
IS

T
IN

G
 S

LA
B

 E
D

G
E

COMPOSITE WALL PANEL SYSTEM

PREFINISHED METAL
FLASHING

COMPOSITE WALL PANEL SYSTEM

4"

EXISTING PRECAST
PANEL (BEYOND)

EXISTING PRECAST PANEL

1/2"
PREFINISHED METAL
FLASHING

1'�0" VERIFY IN FIELD

COMPOSITE WALL PANEL SYSTEM

THIRD FLOOR
131'�4"

23X

2 HR RATED HORIZONTAL ASSEMBLY PER
WHI 495�PSH�0154/0167 AND
REPORT #NER�258 AND #ER=5693

SPRAY APPLIED FIRE
RESISTIVE MATERIAL TO
ENSURE 2�HOUR BARRIER

COMPOSITE WALL PANEL SYSTEM

INSIDE FACE OF EXISTING
PRECAST PANEL

PANEL FACES TO ALIGN
UNLESS NOTED OTHERWISE

1/
2"

COMPOSITE WALL PANEL SYSTEM

FACE OF COMPOSITE PANEL TO
FOLLOW AND ALIGN WITH INSIDE
FACE OF EXISTING PRECAST

OUTSIDE FACE OF
EXISTING PRECAST
PANEL
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4"

MINIMUM

6 1/2"

M
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CONTINUOUS SEALANT

PREFINISHED METAL
FLASHING

SPRAY�APPLIED FOAM
INSULATION

COMPOSITE WALL PANEL SYSTEM
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 3" = 1'�0"B5
METAL PANEL JAMB DETAIL

 3" = 1'�0"B3
PANEL TRANSITION DETAIL

 1 1/2" = 1'�0"A6
PANEL CONVERSION DETAIL

 1 1/2" = 1'�0"A7
PANEL AT HORIZONTAL RETURN

 3" = 1'�0"C3
PANEL AT EXISTING PRECAST FASCIA

 1" = 1'�0"B6
HORIZONTAL SHAFT WALL DETAIL

 3" = 1'�0"B7
PANEL END DETAIL

 3" = 1'�0"D7
PANEL END DETAIL AT HORIZONTAL

# DATE DESCRIPTION

INFORMATIONAL PRICE 3 �
COMPOSITE WALL PANEL SYSTEM

REFER TO SHEET A200A FOR DETAILED
INFORMATION ON COMPOSITE WALL
PANEL ASSEMBLY


































